NORTH TEXAS MUNICIPAL WATER DISTRICT
MONTHLY WATER ANALYSIS (WO# 8102114)

MONTH:  Oct 2008 | RAW | | TREATED
[Mineral Analysis | | mg/L | ] mg/L
Residue on Evaporation 172 266
Silica (Si02) 8.14 7.31
Iron (Fe) 0.203 <0.200
Calcium (Ca) 37.1 42.0
Magnasium (Mg) 4.73 4,75
Sodium (Na) 276 415
Potassium (K) 4.41 4.32
Bicarbonates {HCO3) 99.8 85.2
Carbonates (CO3) Q 0
Hydroxides (OH) 0 0
Sulfate (804) 31.9 84.0
Nitrite (NO2) <(.0200 <0.0200
Nitrate (NO3) 0.124 0.0757
Chioride (CI) 27.5 34.4
Fluoride (F) 0.311 ' 0.591 .
Phosphates (PO4) <0.0500 <0.0500
!Water Stability mg/L as CaCO3 mao/i. as CaCO3
Total Alkalinity 81.7 69.7
Phenolphthalein Alkalinity 0 0
Nonearbonate Hardness 28.4 80.2
Tatal Hardness 110 130
Langelier Index - [~0.144 1
I Trace Element Analysis ma/L. | l ma/L
Arsenic (As) <0.00500 <0.00500
Barium {Ba) 0.0534 0.0384
Cadmium (Cd}) <0.00100 <(.00100
Copper (Cu) 0.00740 0.0689
fron (Fe) 0.203 <0.200
Lead (Pb) <0.00100 <0.00100
Manganasea (Mn) 0.0212 0.00237
Mercury (Hg) <0.000100 <0.000100
Nicke! (Ni) 0.00281 0.00331
Selenium (Se) <0.00100 <0.00100
Silver (Ag) <0.00100 <0.00100
Zinc (Zn) <0.0100 <0.0100
|Other Analysis | | Units ] Units
Chlorine Residual (mg/L) - 2.96*
Total coliform ( Present/ Absent) P A

pH (Standard Units) @ 25°C 7.59* 7.82%
Specific Conductance (Umhos) 375 475
Turbidity (NTU) 5.16 - 0.158*
Threshold Odor Number 8E 1C

Remarks: * ldentifies Monthiy Average Process analyses.

-ab Manager;

rz@é’ pate: J1/, 1‘51/057




